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Submit as Exhibit VIII. C.17.b. a description of plans to address water and electricity use 
restrictions during peak demand periods. 

  

 
 
 

 



 

 

 
 
 

 



INFRASTRUCTURE REQUIREMENTS  Exhibit VIII.C.17.b 

PEAK DEMAND ISSUES 

Water Restrictions 

The Village of Ellenville’s existing public water system has sufficient treatment, storage, 
and pumping capacity to satisfy the anticipated combined water demand of the Water 
District and the proposed Project. Existing transmission facilities, currently serving the 
site (8” water main) are adequate to address domestic water demands. No adverse 
impacts or restrictions on the Village’s water distribution system are anticipated during 
peak periods. 

 
Electricity Restrictions 

Based on communications with CHG&E, existing circuits are capable of providing 9Mw 
each with the proper switchgear provided by Nevele Resort, Casino & Spa and 
transmission wiring by CHG&E. CHG&E indicates a super circuit could also be created to 
provide additional electric power as needed.  

There are no peak demand restrictions from an electrical utility standpoint. The new 
service(s) will be sized to handle 100% peak demand load for the entire Nevele facility. 
Upon loss of normal utility power, full on-site power generation will be provided by four 
2500kW standby generators. The generators will be arranged in an N+1 configuration. 
Each generator will have an internal sub-base 5,000 gallon tank as a day tank, (fuel 
supply internal to the generator). Underground fuel oil piping will be contained in 
containment conduit with leak detection in a double ended loop configuration.  

The Diesel Standby Power Plant will be fitted with air pollution control measures to 
reduce NOx emissions, hydrocarbons, and particulate matter in accordance with the 
latest federal regulations for clean air standards. The generator engines will be low-
emitting types utilizing Best Available Control Technology (BACT) including particulate 
traps, optimum combustion efficiencies, catalytic reduction technology, and exhaust gas 
recirculation. The system emissions will comply with Federal EPA Standard Tier II. 
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Notes 

This page intentionally left blank for reviewer notes. 
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